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GENERAL NOTES:
1. EXISTING WORK IS SHOWN IN LIGHT LINES AND NEW WORK IS
SHOWN IN DARK LINES.
2. CONTRACTOR TO COORDINATE MOUNTING HEIGHTS AND
LOCATIONS OF SWITCHES/DEVICES WITH ARCHITECTURAL
DRAWINGS AND MILLWORK DRAWINGS.
3. COORDINATE CEILING MOUNTED LIGHT FIXTURE LOCATIONS WITH
@ LIFT TRACKS IN PATIENT ROOMS AND PATIENT TOILET ROOMS.
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I g@ o TYPE FIXTURE "N” TO BE MOUNTED 18" AFF. CIRCUIT THE
O Q % % | B FIXTURE TO TIMER SWITCH LOCATED IN MECHANICAL ROOM
C7: 32 ' 5WO05. NIGHT LIGHT LOCALLY CONTROLLED BY SWITCH ON THE
=% - C7: 38 C FIXTURE (NOT SHOWN).
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<<> Eﬁ [3> PROVIDE A TOGGLE SWITCH TO CONTROL THE UPLIGHTING
PANEL 702-L LAMPS IN FIXTURE TYPE "H".
ZAG/ -A \ V\: NURSE CALL HANDLE SHALL CONTROL THE DOWNLIGHTING
’ Ac LAMPS IN FIXTURE TYPE "H". TYPICAL AT ALL PATIENT ROOMS.
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702=H: 5 |:| N |
I PROVIDE A JUNCTION BOX TO SERVE UNDER COUNTER LAMP
H} Os " m (NOT SHOWN AND PROVIDED BY OTHERS) MOUNTED ON
. 2 OWNER PURCHASE FURNITURE FOR CHARTING WORK STATION.
-
|H| g z*'; ﬂ:: : [7> ADD LOAD TO CIRCUIT C7: 42.
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1 B1 [ UNDER CABINET LAMP (PROVIDED BY OTHERS) MOUNTED ON
ﬂ* Fﬂ B1 B1 | H B1 ! ﬂ* PANEL 702H . N M7 OWNER PURCHASE FURNITURE.
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< : > EXISTING LIGHTING FIXTURES ARE TO BE REINSTALLED IN NEW
i CEILING.
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